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DETAIL NOTES

3-inch Metal Protection Posts shall be wire brushed clean and painted one coat of
primer and two coats of Federal Safety Orange enamel after each coat is thoroughly
dry.

Fire Hydrant Protection shall be used when hydrants are within 6 feet (6') from the
edge of pavement of streets, access roads, and drives without curb or elsewhere as
directed.

FIRE HYDRANT
PROTECTION DETAIL
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